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PERFORMANCE OF THE ELECTRICAL FACILITIES 
OF THE CZECHOSLOVAK NUCLEAR REACTOR 

[Following is the translation of an article by 
Frantisek Vozenllek in Jaderna Energie (Nuclear 
Energy), Vol VII, No 1, Prague, January, 1961, 
pages 6-93. 

Introduction 
""-" The" purpose of this article is to inform the reader 

about the operational experiences with the electrical facili- 
ties of the Czechoslovak experimental nuclear reactor at Rez 
since it has been started up. These experiences may serve 
the installation and start-up of the Czechoslovak nuclear 
power station. 

The electrical equipment of the reactor consists of 
the following: 

A. System of automatic output control,„warning'and 
accident signalization, and accident protection of the reactor, 

B. System of electrical distance measuring of the 
technological values of the reactor.  : 

C. High voltage facilities. 
A. The automatic output control of the reactor, 

warning and accident signalization and accident protection 
of the reactor. 

A correct performance of the automatic output control 
and protection is based on the data of the ionization cham- 
bers, which are sensitive to neutrons and located in dry 
channels near the active zone of the reactor. The specified 
isolation resistance between the individual electrodes is 
1011 ohm (i.e., the isolation resistance of the supply 
cables must be higher). Regular measuring of the isolation 
resistance showed that in certain ionization chambers the 
isolation resistance decreased by as many as two categories. 
Careful measuring of the isolation resistance of the ioni- 
zation chambers has to be conducted outside the active zone 
because the ionization chambers for measuring neutrons are 
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reaches relatively high value? T?-iS.not ln operation, 
to operational reason! to meS'urP fviVVS* Posslb^ due 
outside the active aria thfeffJ^ /fulatlon resistance 
radiation must be taken inSS effe?^ of the momentary gamma 
result. The meaLred Lo?a?i^nSid?r!ti0n ln the obtflned 
always lower than the ac?ual ^J!fStanoe ls ln ^is case 
crease of the specified vafL ^ ta"Je' A moderate de- 
be a reason for replacing IZ ?° ? "^ necessarily have to 
current practice    Kf «2? t      ionization chamber,    in 
ascertained tha^thSelrnfin PetaJned after « ^as been 
the isolation resistance and af fnn  °f a *udden  change of 
of resistance are at lels? LtL ™? 3S ?he meas^ed values 
load resistance of the ionizaWonca^°ries higher than the 
operation. ionization chamber at the  time of 

criterioHf^^ is  not  the  only 
chambers.     The  chaE I?    condition of the ionization 
trons at certlin'out^t3!^^ S?U?£ by ^ fl°" of as- 
sured regularly.     The lonlZlli™  ,K?\reactor are also nea- 
function of the reactor Su"t?uf ?„n^fer Stream ls a "near 
happen that even a gooS ?onizatfon  S^'     Howe^r,   it may 
comparison with a  p?ecedin5 SH      Camber will  show,   in 
ing by 10fo.    such fcale SLn^T6™?"^  a value of differ- 
tion of the neutron Tot L "he reLt** *?*** ^ dlst^*- 
change in distribution of theIneutvnl Pi     ln practice,  a 
ample,   from placing ce-Sin LSf ? ?n/iow results,   for ex- 
tion into thl ?SaSnef closS to S*1  ^^er)  for radia- 
chamber,   or bv a rhano-f ?« ^° the resPective ionization 
fuel ceils oFthe^cSf^'zone6 T/l^™0^ °f the "ranium 
short duration,   it is 1!?! I .If these changes are of a 
from the  chamber      I? tSS cton^??^7 *J 6XPect new data 

of the flow of neutrons are  iS5    aff?ctlnS the  distribution 
special  conditions)   ?Sshi?t?Sf%oni^f°SSlJle   (under 

able position so that the  shown ^    at±°n chamber to a  suit- 
actual output of the reactor corresponds to the 

the  levefofJhetndfviSuaf?^3 °ontents ^  determined by 
the gamma radiation and the ntSSn rL?^^   durin^ bo*h 

characteristics of the ionizaHon  ?Jadiat^on-     The  obtained 
radiation actually oroved to hi 7„fS??b^ ?Uring the Sai™a 

lOOv to 800v,   while  the  oriSftJ?  ld?ntical  to the  extent  of 
is  only 500v       Onl? *S one  S^31  voltaSe  of  the  chambers 
limit of the level WaS 55'v      ?S f,WaS 1J found that the 

obtained characters showed Itth? "?utron radiation the 
equally good  development **  2v,thaJ  ?eir extent ha<3 an 
ment i£ |he gamma radiation        Y ^ dUrlng the assure-.. 
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The data of the ionization chamber must be in continu- 
ous accordance with the thermic output of the reactor._ Occa- 
sional differences were compensated by a change in position 
of the chambers. 

Out of the,seven ionization chambers used in the con- 
trol and protection of the reactor, only two have been put 
out of operation; this was because of their low isolation re- 
sistance. The replacement of the ionization chambers is 
conducted in an area containing a danger of radioactive radi- 
ation and contamination by radioactive aerosols. For that 
reason it must proceed according to a program prepared before- 
hand, and under conditions which afford maximum security for 
the operators. On the whole, it may be said that the atten- 
tion given to the properties of the ionization chambers en- 
ables their best utilization, and is a guarantee of the data 
reliability. General graphic representation of the neces- 
sary measurement of the ionization chambers is presented in 
Illustration 1 (a, b, c). .,-,-,-, 

The proper system of automatic output control fulfills 
its task very efficiently. The most important property of 
this control—the stability of the maintained output—entirely 
corresponds to the original calculation in which the service- 
mechanism synthetic method was applied.  The control measur- 
ing during the check-up showed that the properties of the 
individual members of the regulation loop have not basically 
changed; however, in the amplidyne the value of the inner 
resistance had to be slightly adjusted. The stability of 
the regulation loop is imporved by a regulatory back-coupling. 
The back-coupling effects produced by the changes in the 
fuel temperature and the combustion and debasement of the 
fuel cells have a great time constant and do not come in 
force 

The accident prevention system works reliably. There 
have been few stoppages due to defects of the electrical 
(electronic) equipment or incorrect manipulation. The reali- 
ability of this equipment is checked by irregular, artifi- 
cially set accident signals. Due attention must be given to 
the accident-rods complex driving system. The incidence 
of the rods must be rapid but soft, if possible. Its speed, 
measured by an electric stop watch, remains the same as when 
the reactor was started. This driving system is regularly 
checked and adjusted from time to time. 

There is one accident worth mentioning. The recti- 
fier supplying the ionization chamber of the automatic regu- 
lator lost the outside circuit voltage. The direct current 
voltage of this rectifier was slowly going down because of 
the condensers of the filtration section. The ionization 
chamber, supplied by a decreasing potential, produced de- 
creasing current. Thus, were created in the automatic regu- 
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lltltov1 r°Sp ^"f H°n W di^nishing output of the 
™S!2rZ. X? control rod of the automatic regulation 

from the active zone. This caused a growing outr1 - - 
;or  As soon as the output reached the maxii 
'' accident rods interfered. The defect 

reactor      L20"6",,™8 CaUSed a Rowing output of the 
liSlt the Lp?S2n?B 5e ?UJPUt reached the maximum permitted 
by "ans of tnHlii^t  in^r£?red- The defect was'removed 
rectifiL? lnstallinS ,a suitable voltage relay in the 

A reliable and safe function of the electrical fanin 
STrea^tA^.thinSSA «"»«atlon- bylood'££,££"" ine reactor has three ground circuits: 
(a) high voltage-supplied equipment grounding 
Jb) laboratory switch-board grounding 
(cj automatic control and reactor protection grounding. 
no1n1.„ 

Th® a^ov? grounds are interconnected at specific 
points. Control measuring of the resistance of these grounds 

(Lis^ouSdNs3^1^1? J" thSJr°Und °f the reactor ^nSol i„2 Lg   ? S placed between the reactor body on one side 
?Se o?he?)  0l CSnter W"h the electronic apparatuses on 

A deteriorated quality of this ground would result in 
cSntSo?1^16 functi°^S of the ionizftion chamber ??Sws. 
Control measuring of the ground resistance did not indicate 
B?L? !gn? iS coraPa;lso" «1th the data at the time of the start-up of the reactor. 

auanttt-?;«. nle°Sical dlstance measuring of the technological quantities of the reactor. 
Q *.*  The instruments whose vital organs are placed in radio- 
?i°ve1VcarflaTheSL?r?fe -"^ous/extraordWy? pr^et° 
JtZ? caFe*  The defectiveness and probability of necessary 
action in a radioactive environment during the operation of 
the ractor is thus reduced; this is, fror/the v?^poin? of 
S the^n^ Saff 7>   VSry adva«tageous.  The reliability 
if an imnor?an?nfLraSUring.the ^-electrical quantities is an important factor even in detecting defects in the 
technological circuits of the reactor. Here a^e two nnrfi 
cal examples. In the hot chambers of the factor toe^'mpl^s 
ohat were exposed to radiation are processed. For safety 
j;®?°?5' ^"Pressure must be maintained there. It happened 
that the sub-pressure gauge showed a lower value. Since tbp 

SSSS wa* in ?Sei1rt,C°Sditl0n^ " became evident Sat £e 
n£t d»??ni fS   , chambers themselves.  It was discovered 
.nat during the manipulation in the hot chambers some outlet 
was opened for awhile. In another case, the instrument re 
cording the flow of distilled water in the ^riS^y^oSilS«' 
circuit through the refining filter indicated gradually SI- 
creasing values, and finally went down to zeroS Since ever 
tra1ednSn^hen^^S ^l  reliable, attention was concen! 
trated on the filter. It was discovered that the mechanical 
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properties of the refining filter media gradually deterio- 
rated; this caused the flow to stop. 

Control gauging and adjusting of non-electrical quan- 
tity measuring instruments usually cannot be carried out, 
due to the operation of the reactor. This work must be 
therefore done at a time when the reactor is out of opera- 
tion. The control gauging data showed that the accuracy and 
sensitivity of the Instruments and their organs have not 
basically changed. Not even the'parts placed in radioactive 
media, e.g., the platinum resistance thermometers, showed 
substantial changes. No deviation from the standard values 
has been noted in the cable connections between parts of 
instruments and their indicators or recorders. 

In the field of measuring, after the necessary opera- 
tional experience two functions were added in comparison 
with the original project.  They are the measuring of the 
pH and the conductivity of distilled water in the reactor 
colling circuit. Furthermore, there was designed and In- 
stalled a reactor-output computer from which data on the 
consumption of the fuel cells are obtained. In certain re- 
corders, an improvement was made by replacing the steel nibs 
which, in sudden transitional conditions, tended to tear 
the paper tape with black-lead points. 

Operational experience shows that in the designing 
of reactors which contain a number of measuring organs, It is 
desirable to think of the telephone connection for the rapid 
supply of information needed by the control and gauging 
services. It means to provide both ends of the respective 
pairs of conductors, both in the cables that connect the 
organ of the instrument in question and Its indicator loca- 
ted in the control center, with outlets for a rapid plug- 
ging-in of microtelephones at the measuring points. 

In the operation of the Czechoslovak reactor, good 
experience was collected regarding the average number of times 
per year that maintenance, repairs, and gauging of one in- 
strument are necessary. These data may serve as a guide 
for the same works in the first Czech nuclear power station 
with respect to planning of the number of workers. 

C. High voltage facilities 

In the high voltage equipment, which is (as a majority 
of other equipment) mostly manufactured in the USSR, there 
have been encountered differences in the Czechoslovak and 
Soviet safety standards. The facilities used have been sub- 
jected to exceptions which place increased demands on the 
operators. 

A large part of the high-voltage equipment has a dis- 
tance control and a signal system, such as, experiment canal 
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outlet shutters, slide-valves ana pumps of the distilled 
water primary cooling circuit, thermic column, etc. In 
these circuits there are a great number of terminal swit- 
ches, because a failure of the installations located in 
the area within the reach or the radioactive radiation dur- 
ing operation is dangerous. Due to safety reasons, it was 
suggested to install a remote electrical control of the 
device which inserts samples into the experimental channel. 
The original system was equipped with a local control only. 

It is worthwhile to mention the good vitality of 
the movable light reflector which is placed in the water 
over the active zone and is exposed simultaneously to the 
effects of water and radioactive radiation. 

The emergency electric sources supplying certain im- 
portant sections of the reactor in the event of a failure 
In the outside current circuit perform satisfactorily. An 
improvement was madej namely, the emergency electric source 
was connected with the power outlets or the experimental 
radiation channels or the reactor. This made it possible 
to close, if necessary, the open channel when the electric 
current supply is interrupted. 

Thanks to preventive care, the stoppage rate of the 
remained at a minimum. high-voltage facilities has 

Isolation resistance of 
the lonization neutron 
chamber electrodes [52] 

A 1st electrode 
B) 2nd electrode 
c) 1st and 2nd electrodes 

&W(yea-»"5} 

Reactor output /MW/ 

lonization chamber flow 
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I 

(c) lonization neutron chamber 
flow at a constant output 
of the reactor \j#A] 

Voltage or the direct current 
source of the chamber 

lnßUofr?hi°?nn?;^-;  Genefal ^aphs of the control measur- ing 01 the lonization neutron chambers. 

(a) Measuring of the isolation resistance between indivi 

thILeTvet Snd the frame 3nd bStween elecSoSes diVl" 

(b) TZl^LftoT  CUrrent With relatlon to the output 
(C) Zt^tL^eltlor^  leVel at * *™ »««ant out- 
Measuring of the types a, b, is performed regularly. 

Conclusions 

rained dSin^S»1^1"0!?068 °nly a part of the experience gl ?Z    during the operation or the electrical facilities 

direct current Intensifies, etc.       vxcrators 01 the 
The performance of the electrical facilities mnoM 

nery and dosimetric equipment with as few steppes as 
possible, is the basic condition of the experKSl L 
research, and production work at the realtlv Fxcer"- 
eiaSd o°LSn S' mlnl?Um 3t°Ppage deP*nds on weiflconS^ 
?enanc* P oT?he ^JlT^'  ^d detai1^ preventive main- 
,m?2c^f* n".*?6 ?n2le i1: m£y De sai^ that the low and hish 
vol.age electrical facilities of the first Czechoslovak 
reactor have performed reliably since the sta?t-up?t 
never happened that, owing to a defect these f^MiVfL 
nad to be put out of operation fofflonftimef^The 1??le 
following gives the number of minor accident stoppages and 
the reasons during the three years of the reactor-fope^a- 
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tion. For the sake of completeness, there were also In- 
cluded in this table accident stoppages of the reactor due 
to an interruption of the electric current supply from the 
outside circuit, by a decrease of its voltage, and by 
ground short-circuits; these are factors which in no way 
can arfect the proper electrical facilities of the reactor 
or the operators.  Over the three years there we??e 28 cases 
involving external causes of this kind.  The number of 
other accidents is really meaningless and, at the same time, 
shows a decreasing trend. . In the first year there were six 
accidents, in the second, five, and in the third, four. 
This is a proof of the good quality of all the electrical 
equipment and the responsible work of the technical staff. 

[See Table 1 on following page] 
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